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1. Introduction  
With the growing participation of natural gas (NG) in power generation industry, a global 
worry about the effects of chemical composition changes on the behavior of gas turbines. A 
comparison of fossil fuels consumption used in power industry is shown in Figure 1 [1]. 
This figure represents a projection for the years 2003-2013 according to what is expected by 
the Mexican electric industry. 
 
Fig. 1. Fuels Consumption in Mexican Power Industry. 
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The reduction of the fuel oil consumption observed in the previous figure is due to the 
process of substitution of this fuel by natural gas. This is because environmental reasons and 
techniques for incrementing the installed capacity through turbo gas plants and combined 
cycles based on natural gas. 
As a sample of interest of the industry about this topic, it is possible to see that several 
technical papers related to this problematic, have been published during the last decade. All 
these works deal with gas quality, the variations on emissions, the increase in the noise 
levels and the consequences on gas turbine operation [2-10]. 
As departure point to evaluate the performance of turbogas power plants is analyzes, the 
increasing demand of electrical power in the world, as well as the necessity count with more 
modern and efficient electrical power plants orients to the design, installation and 
commercialization of new power plants which will be developed in harmony with the 
environment and promote energy saving. Like a behavior model of this phenomenon in 
Mexico is shown in Figure 2 where is presented the growth perspective to year 2016 of the 
national power sector in terms of generated gross energy. 
 
Fig. 2. Generated Gross Energy by Years in Mexico [11]. 
The growth expectation and modernization in terms of generation of electrical power in the 
central zone of Mexico gave rules to the Mexican Company of Electric Energy Generation 
(MCEEG) that operate in this zone to realize the acquisition of electrical power plants of 
distributed generation on strategic and critics zones around of Mexico city. Therefore 
MCEEG drove the installation of fourteen 32MW turbo gas electrical power plants impelled 
by aero derivatives turbines which burn natural gas.  
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As a result of the technical and administrative necessity of the MCEEG; combined with the 
effective national regulations in Mexico on terms of energetic production, it is realized 
collaboration on Mexican Electrical Research Institute (MERI) with the objective to develop 
this task during the works development until the commercial operation of each unit 
generation.  
The main requirement to obtain the authorization certificate for beginning of the commercial 
operation of each one of fourteen power plants was the performance evaluation of each unit 
expressed in terms of average net power capacity, heat consumption rate, maximum noise 
levels and permissible levels of emissions. The MERI was to realize the behavior evaluation 
of these parameters through the determination of the average net power capacity, heat 
consumption rate, maximum noise levels and permissible levels of emissions from data 
collected during acceptance test of each turbo gas unit which was lead by a company 
specialized in the subject proposed by the supplier of the commissioning service of power 
plants and guaranteed by the MCEEG. As an additional product of the work carried out by 
the MERI, was develop a thermodynamics model based on real parameters obtained in each 
acceptance test which represents the initial operational state of the units and specifies the 
guidelines for a future trending monitoring system. The power plant has an aeroderivative 
turbine installed in simple cycle, operating with a cooling system (chiller) with effective 
capacity for a specific altitude and operation under any load regimen up to 32 MW.  
2. Performance evaluation process 
These tests are made on the final individual devices of each plant and integrate approaches 
to assessing the quality of the product. This is done in order to verify agreement between 
the guaranties and collected data on their performance under normal conditions of 
operation of the turbo unit, at different load levels with all its controls in automatic mode. 
The goal of the tests is to verify if all devices of the open cycle turbo generator comply with 
the requirements established before, such as the guaranteed net capacity with the net unit 
heat consumption, guaranteed low level of noise and guaranteed pollutant emissions. 
2.1 Power plant performance 
The performance tests of Average Net Power Capacity (PNET) and Heat Consumption Rate 
(QRATE) for 32MW turbo gas power plants were carried out in operation condition under 
base load with the air cooling system at turbine entrance running.  
The measurements were developed with a combination of high precision instruments 
installed isolated and independent of the whole system (not connected to it). The measuring 
system implemented in the plant itself was also done. The measurements with high 
precision instruments were developed with instruments installed specifically for the 
performance test. Measurements of the plant are those made with permanent 
instrumentation of the plant, including measurements made by the flow meters from the gas 
station. 
The net capacity (PNET) was measured on the high side of the generator step-up transformer 
with the installed watt-hour meter (Digital-Multi-Meter DMM-B). The energy readings were 
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recorded manually from the screen meter. The readings of energy (kWh) and the precise 
schedules (time) were used to calculate the average net capacity (PNET) and net unit heat 
consumption (QRATE) carrying out the test using the following formulations: 
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Where: PMEND and PMSTART represented the power measurement at end and beginning the 
test (kWh), t is the time period of the test (h), QCONS is the heat consumption (kJ/h), m is 
the mass of fuel used during the test period (kg), QATM is Reference specific energy of fuel 
(kJ/kg), hCC and hATM represented the specific enthalpy of the fuel (combustion chamber) 
and the reference specific enthalpy of the fuel (kJ/kg). 
These tests results of the PNET and QRATE should be corrected considering the variation 
between the current environmental conditions at the time of the test and the normal 
environmental conditions. Those are listed in Table 1. 
 
PARAMETER 
Fuel 
Equipment Status (Load) 
Atmospheric Temperature 
Relative Humidity 
Chiller Temperature 
Altitude 
Barometric Pressure 
Low Calorific Power (Fuel) 
Table 1. Basis Conditions of the Tests. 
In order to meet the guaranteed values of performance in each turbo gas unit, it was 
necessary to adjust the values of (PNET) and (QRATE) considering the base conditions. This 
was done by means of the use of correction curves by temperature, barometric pressure, 
relative humidity and fuel calorific value. 
The Corrected Average Net Power Capacity (CPNET) and The Corrected Net Unit Heat 
Consumption (CQRATE) are calculated by correcting the PNET and QRATE values to the 
guarantee basis conditions; this is done following the correction methodology shown below: 
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Where: F1P, F2P, F3P and F4P represented the correction factor of measured power versus 
atmospheric temperature, humidity, barometric pressure and low calorific power (fuel) for 
corrected net capacity. F1HR, F2HR, F3HR and F4HR represented the correction factor of 
measured power versus atmospheric temperature, humidity, barometric pressure and low 
calorific power (fuel) for corrected heat consumption rate. 
The correction factors are calculated by linear interpolation between the data points shown 
in the correction curves (see Figures 3, 4, 5 and 6). The data measured in each run test are 
averaged before entering the calculation of interpolation. 
2.2 Noise level emissions evaluation 
In Mexico, noise contamination produced by utilities is regulated by the Secretary of the 
Environment and Natural Resources (“SEMARNAT” by its initials in Spanish) [12]. This 
office establishes the policies and applicable regulations. On the other hand, the Mexican 
Official Standard (“NOM” by its initials in Spanish) [13] is the responsible for establishing 
maximum limits allowable for noise emissions produced by each industrial or power plant 
inside or outside the facilities. 
 
 
 
Fig. 3. Correction curve by temperature. 
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Fig. 4. Correction curve by barometric pressure. 
 
Fig. 5. Correction curve by humidity. 
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Fig. 6. Correction curve by calorific value of fuel. 
In order to observe the previously described requirements, several activities were carried 
out during commissioning procedure of plants. Noise levels produced by some critical 
machines or equipments were obtained in near field (at the machine) and far field (around 
the facilities). All levels measured were below the comfort limits established by the 
standards, so they cannot reduce the quality of life of people living in the surroundings. 
In order to get a correct measuring data processing acquired during far and near field noise 
evaluation, time intervals should be taken into account as well as minimum and maximum 
levels for each measuring point. 
The equivalent sound level at each measuring point is determined through the mathematical 
expression (6): 
 
1
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                       (6) 
Then the means must be calculated from the measured values for each point by means of 
equation (7): 
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In a similar way, from equation (8) the numerical values of standard deviation can be 
assessed for each point of the test: 
 
 250
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
                (8) 
It is also important to find out the noise level values that were present during more than 
10% of total recording time through the equation (9): 
 10 50 1.28817N N                           (9) 
Then corrected numerical values should be obtained from previous measurements:  
Correction due to the presence of extreme values: 
 0.9023eC                         (10) 
N50 average values from the fixed source and back noise: 
    50 50 50Source FarN N                      (11) 
Back noise correction: 
  50 509 3 4 3fC                   (12) 
The numeric noise pressure value Nff from the noise source is obtained from equation (8): 
 50ff eN N C                        (13) 
Finally, the last correction from back noise is used to determine the real numerical value of 
the noise source (equation 13) 
 
'
ff ff fN N C                              (14) 
Where: NEQ is the equivalent sound level (dBA), N is the fluctuant sound level (dBA), m is 
the total number of measurements, N50 is the mean of measured values (dBA), Ni is the 
sound level during certain time (dBA), n is the number of observations for each measuring 
point and  is the standard deviation of measurements. 
2.3 Emissions evaluation 
Air quality and effects on the environment that produce the greenhouse gases emissions are 
of major importance for development of any country like Mexico. The nitrogen oxide 
emissions (NOx) from power generation equipment that uses technologies based on 
combustion cycles; are strictly regulated in order to develop monitoring and verification 
process of its generated atmospheric emissions during operation, according to Mexican 
Official Standards (NOM) which are compatible with the International Standards. For that 
previous reason, and based on the geographic location of the power plant facilities and 
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according to Mexican Official Standards [14], this site is denominated like a critical zone 
(CZN) in Mexico because of high atmospheric pollution levels. This demonstrates the 
importance of establishing an emissions reference model that the plant generates during 
operation process. 
The reference model was generated from the emission diagnosis develop to the power plant 
during the performance test at the end of the commissioning procedure. This model will be 
used as a reference basis for evaluation of emissions averages rates that the unit must 
handle during the history of operation. 
Emissions testing and measurements were accomplished when the unit was operating at 
base load (100%) and at partial load of 75% with a 15% of O2. 
The equipment used during testing consists of a fixed CEMS (Continuous Emission 
Monitoring System) which was calibrated prior and posterior to tests. This is done by 
comparing to a certified composition of reference gases found to be within the allowable 
deviation of +/- 3% [15].  
Measurements were recorded manually from PC interface of the emission monitoring. 
Emissions were stored and endorsed every 110 minutes for both cases (full and partial load) 
observing a stable behavior of emissions.  
After NOx measurements, some statistical calculations with the obtained data were done 
determining the mean and standard deviation for each load and observing the behavior of 
such values during load changes.  
 
Fig. 7. NOx measurements (ppm) and Net Power (MW) recorded during test at 100% load. 
www.intechopen.com
 
Advances in Natural Gas Technology 
 
534 
 
Fig. 8. NOx measurements (ppm) and Net Power (MW) recorded during test at 75% load. 
3. Evaluation results 
Once the tests, measurements, partial calculations and corrections of the mathematical 
models have been completed, it is come to make an evaluation of the results obtained with 
respect to the reference values guaranteed by the manufacturer and with the applicable 
standards for each parameter. 
Firstly the results evaluation on terms of Average Net Power Capacity (PNET) and Net Unit 
Heat Consumption (QRATE) at base load and partial load (75 percent) it is realized. 
According to the values provided by the manufacturer and based on the average basic 
operations conditions for each one of the fourteen power plants, the guaranteed reference 
values of Average Net Power Capacity (PNET) and Net Unit Heat Consumption (QRATE) are 
shown in the table 2: 
 
PARAMETER GUATANTEE VALUE UNITS 
Guaranteed Net Capacity 31,368 kW 
Guaranteed Net Unit Heat Consumption 9,545 kJ/kWh 
Table 2. Performance guarantees. 
A comparison summary on term of Guaranteed Average Net Power Capacity with respect 
to the obtained results in test for fourteen power plants at base load and partial load are 
shown in Figures 9 and 10. 
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Fig. 9. Average Net Power Capacity comparison test results vs. guaranteed values of the 
units at base load. 
 
Fig. 10. Average Net Power Capacity comparison test results vs. guaranteed values of the 
units at partial load (75 percent). 
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Similar form to a the previous summary now appears a comparison in terms of Guaranteed 
Net Unit Heat Consumption with respect to the obtained results in test for fourteen power 
plants at base load and partial load are shown in Figures 11 and 12. 
In the other hand the NOx measurements, some statistical calculations with the obtained 
data were done determining the mean and standard deviation for each load (100% and 75%) 
and observing the behavior of such values during load changes. Figure 13 shows graphically 
the recorded deviations. 
Figure 14 shows a comparison of reference values established by the national standards [15] 
an international standards [16], the guaranteed value by the manufacturer [17] and the mean 
values obtained during the tests. 
Once obtained the near and far field noise pressure levels during the test for the fourteen 
power plants, they were compared to the reference value found in the Mexican standard 
[13] as shown in Figure 15. From that standard it can be seen that the reference value is 
higher than the measured one guaranteed by the manufacturer. 
 
 
 
 
 
 
Fig. 11. Net Unit Heat Consumption comparison test results vs. guaranteed values of the 
units at base load. 
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Fig. 12. Net Unit Heat Consumption comparison test results vs. guaranteed values of the 
units at partial load (75 percent). 
 
Fig. 13. NOx measurement deviation in percentage obtained during tests. 
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Fig. 14. Comparison of the results obtained during the tests with regard to national and 
international standards and guaranteed values by the manufacturer. 
 
Fig. 15. Comparison of the results obtained during the tests with regard to national and 
guaranteed values by the manufacturer. 
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4. Reference model 
The reference model based on acceptance test results were generated from the diagnosis 
develops to the power plants during performance test at the end of the commissioning 
procedure. This model will be used as a reference basis for the evaluation averages rates that 
the unit must handle during the history of operation. 
In figure 16 is show behavior tendency in terms of average net capacity, developed from the 
calculated values during the performance test for each one of the fourteen power plants. 
That is behavior and variation rates that must be have any unit during history operation to 
maintain it is energetic efficiency. 
 
Fig. 16. Reference model of the variation rate in term of average net capacity for a power 
plant unit at base load or partial load (75 percent). 
Furthermore is shown the performance of the unit in terms of emissions to determinate the 
grade of air pollution exhaust for the power plants. This reference model also was 
developing from the calculated values during the performance test for each one of the 
fourteen power plants. It is show in Figure 17. 
As a final result of the reference model developed its obtains a Mathematical expressions 
that consider the average net capacity of the unit based on the emissions levels of the power 
plant as it show in equation 15: 
 4 3 2NETP NOx NOx NOx NOx                      (15) 
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Where:  , ,  and  are real constans values determined from data colection. 
 
Fig. 17. Reference model of the variation rate in term of emissions for a power plant unit at 
base load or partial load (75 percent). 
5. Conclusions 
The goal of this work is to present the fundamentals for determining, through evaluation, a 
reference model for average net capacity and unit heat consumption as well as pollutant 
emissions level; furthermore the noise level in fourteen  turbo gas power plants. 
The model will serve as a reference in terms of  Net Power and NOx emissions in the net 
effects of air quality due to this means of power generation. It will be possible to evaluate, 
during life history of the unit, the impact through the time due to natural degradation of 
equipment on the environment. This will be presented as a lower efficiency of the system 
and higher emissions and noise probably. 
The noise levels have been determined for normal operation of unit to establish allowable 
limits to assure population’s health and in the surroundings and personnel. Similarly, the 
NOx emissions and average net capacity model of reference will be a tool for comparison 
purposes in future operation. 
On the other hand, as a main result of this analysis, it was verified that the unit observes all 
national and international regulations as well as all requirements previously established 
between costumer and manufacturer. 
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Finally, as a result of this study, it is guaranteed to the costumer that this plant will operate 
correctly satisfying technical requirements, according to unit design and local needs of 
generation in terms of efficiency and emissions. 
6. Acknowledgment 
The authors wish to acknowledge the support of the Mexican Federal Electricity 
Commission (Comisión Federal de Electricidad, CFE) to carry out this study. 
7. References 
[NOM-081-ECOL-1994 “Establishment of the maximum permissible limits of noise emissions from 
fixed sources and its measurement method”, in Spanish 
Andrés A. Amell, César A. Bedoya, Bladimir Suárez, Efectos del cambio de composición 
química del gas natural sobre el comportamiento de turbinas a gas: Una 
aproximación al caso colombiano, Revista Energética, Vol. 35, 2006. 
ASME PTC-22-1997., “Performance Test Code on Gas Turbine”, Performance Test Codes, 
ASME, 1997 
Bengt Gudmundsson, Jenny Larfeldt, Stable dry low emission combustion with fuel 
flexibility, 7º Fórum de Turbomáquinas Petrobras, Rio de Janeiro – 24 a 26 de 
novembro de 2009. 
Christian Arnold, Hubert Skiba, Alexander Walke, Gas Market Liberalization in Germany 
and the Possible Consequences for Gas Turbine Operation, OMMI Vol. 2 Issue 3, 
December 2003. 
D J Abbott, The impact of fuel gas composition on gas turbine operation: Future challenges, 
British – French Flame Days, Lille 9 / 10 March 2009. 
G. Peureux, S. Carpentier, G. Lartigue, NOx emissions prediction for natural gas engines 
with fuel quality variations, Proceedings of the European Combustion Meeting 2009. 
HQ-CTP904 - Commissioning Manual. “Emissions Test Procedure”, June, 2009. 
K S Chana, K J Syed, M I Wedlock, R W Copplestone, M S Cook and G Bulat, Novel 
unsteady temperature/ heat transfer instrumentation and measurements in the 
presence of combustor instabilities, ASME Turbo Expo, 6-9 June 2005, Reno-Tahoe, 
Nevada, USA. 
Lars O. Nord and Helmer G. Andersen, Influence of variations in the natural gas properties 
on the combustion process in terms of emissions and pulsations for a heavy-duty 
gas turbine, Proceedings of International Joint Power Generation Conference, June 16-19, 
2003, Atlanta, Georgia, USA 
NOM-085-ECOL-2003 “Atmospheric pollution in stationary sources, for fixed sources that use solid 
fuels fossil, liquid or gaseous or anyone of its combinations that it establishes the maximum 
permissible levels of emission to the atmosphere of smoke and  suspended particles”, in 
Spanish. 
Perspective of investment of the Mexican electrical sector, COPARMEX-CFE, June 2007 
Report “Distribution of industrial pollution by source of generation in Mexico” RECT (Registro de 
Emisiones y Transferencias de Contaminantes, in Spanish), November 2007. 
Robin McMillan, Peter Martin, Richard Noden, Mike Welch, Gas Fuel Flexibility in a Dry 
Low Emissions Combustion System, Demag Delaval Industrial Turbomachinery Ltd., 
UK, February 2004. 
www.intechopen.com
 
Advances in Natural Gas Technology 
 
542 
S. Zaheer Akhtar. Gas Quality: Gas Turbine Boom Places Premium on Ensuring High-
Quality Fuel Gas, Power-Gen Vol. 105, Issue 10, October 2001. 
 Secretary of the Environment and Natural Resources (“SEMARNAT” by its initials in 
Spanish), www.semarnat.gob.mx 
Teresa Hansen, Meeting Gas Quality Challenges, Power-Gen Vol. 112, Issue 5, May 2008. 
U.S. Environmental Protection Agency, http://www.epa.gov/ 
www.intechopen.com
Advances in Natural Gas Technology
Edited by Dr. Hamid Al-Megren
ISBN 978-953-51-0507-7
Hard cover, 542 pages
Publisher InTech
Published online 11, April, 2012
Published in print edition April, 2012
InTech Europe
University Campus STeP Ri 
Slavka Krautzeka 83/A 
51000 Rijeka, Croatia 
Phone: +385 (51) 770 447 
Fax: +385 (51) 686 166
www.intechopen.com
InTech China
Unit 405, Office Block, Hotel Equatorial Shanghai 
No.65, Yan An Road (West), Shanghai, 200040, China 
Phone: +86-21-62489820 
Fax: +86-21-62489821
Natural gas is a vital component of the world's supply of energy and an important source of many bulk
chemicals and speciality chemicals. It is one of the cleanest, safest, and most useful of all energy sources, and
helps to meet the world's rising demand for cleaner energy into the future. However, exploring, producing and
bringing gas to the user or converting gas into desired chemicals is a systematical engineering project, and
every step requires thorough understanding of gas and the surrounding environment. Any advances in the
process link could make a step change in gas industry. There have been increasing efforts in gas industry in
recent years. With state-of-the-art contributions by leading experts in the field, this book addressed the
technology advances in natural gas industry.
How to reference
In order to correctly reference this scholarly work, feel free to copy and paste the following:
Norberto Pérez Rodríguez, Erik Rosado Tamariz, Alfonso Campos Amezcua and Rafael García Illescas
(2012). Defining a Gas Turbine Performance Reference Database Model Based on Acceptance Test Results,
Advances in Natural Gas Technology, Dr. Hamid Al-Megren (Ed.), ISBN: 978-953-51-0507-7, InTech,
Available from: http://www.intechopen.com/books/advances-in-natural-gas-technology/defining-a-gas-turbine-
performance-reference-database-model-based-on-acceptance-test-results
© 2012 The Author(s). Licensee IntechOpen. This is an open access article
distributed under the terms of the Creative Commons Attribution 3.0
License, which permits unrestricted use, distribution, and reproduction in
any medium, provided the original work is properly cited.
